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RESULTS OF TANK TESTING CONDUCTED ON TANKS 21-T-7, 21-T-9, 23-T-9, 23-T-10, 23-
T-12 WITH TRANSMITTAL FORT SHERIDAN IL
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Illinois Environmental Protection Agency 
Division of Land Pollution Control 
Leaking Underground Storage Tank Section 
2200 Churchill Road 
P.O. Box 19276 
Springfield, Illin.ois 62794-9276 

Dear Sir /Ma.dame: 

5090 . 
Ser FAC3B/ <!JO .3 ¥ 9 7 

10 Aur; 93 

As an owner/operator of an Underground storage Tank (UST) Site, 
Naval Training Center (NTC) Gr~at Lakes is enclosing required 
documentation of results of tank testing conducted by IEPA/EPA 
certified contractors on tanks 21-T-7, 21-T-9, 23-T-9, 23-T-10, 
and 23-T-12. Results show that these USTs are not potential leak 
hazards. These tanks are located near Buildings 324, 329 and 
2710 at NTC, Great Lakes. Incident numbers 922931, 922928 and 
922929 refer. 

If we can be of any further assistance, please do not hesitate to 
contact my off ice at 708-688-3482., or Mr. Edward J. Bickel, Code 
FACJB, of ~y staff at 708-688-4295. 

Enclosure: . 
Certification of Tank Tests 

Bl.ind Copy to: 

Sincerely, 

.. Original Sigziecl 
D. J. SMITH 
Lieutenant (Junior Grade), CEC, USN 
Staff Civil Engineer 
By direction of the Commander 

SOUTHNAVFACENGCOM Charleston (Code 184) 
-7 PWC Great Lakes (Code. JOE) 

SERVSCOLCOM Great Lakes 
NAVEX Great Lakes 



RISK MANAGEMENT· CORPORATION 
ENVIRONMENTAL SERVICES 

April 26, 1993 

Havy Exchange 
Bldg. 2710 BPA (116-156) 
Great Lakes,. iL· 60088 

REi '!'eat I I 930423 

'!'eat Date 1 April 23, 1193 

Station I 'Navy Exchange, 2710 Merinian, Great Lakes, IL 
60088 

To Whom It May Concern: . 

A tank integrity. test was performed on the above storage tanks 
using the LEAK COMPUTER SYSTEM. This teat was perfonned in 
accordance with the precision test ret.JUirements of NFPA-329-87. 
The criteria for acceptable tank integrity allowed by this test 
proced\1re is baaed upon a leak detection limit of 0.05 gallons per 
hour, for tanks having a capacity of up to and including 12,soo 
gallons, and a consideration of other variable factors •.. 

The results of the tests are 9iven below and indicated whether the 
tanks,. and the tan~s with the associated piping, passed or failed 
the integrity criteria. · ·· ·. . 

Included is.the computer printout of the test data,.indicatin9 the 
average leak rate and the confidence level as shown at the end of 
each strip chart. This information is. stored in a permanent file 
if future verification is needed to confirm the tank integrity at 
the time of the test. · 

GRADE· VOLUME 
<GAL>. 

fAHK TEST RESULTS 

HIGH LEVEL 
LEAK RATE 
fGPH/INCHESl 

LOW LEVEL 
LEAK RATE 
<GPU/INCHES> 

PIPING: TANK 

Speci.al 10, 000 .021 at 35 Pass Pass 

.. mall I YUE..- I • .., .. ~,z~mmmm~fti/Mt':t\<!Q!f.'.'Lt 
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Na11y Exchange 
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April 26, 1993 

.·VOUJME 
GRADE (GAL) 

Special 10,000 

Sincerely, 

'· 

PRESSURE 
(PSI) 

---

.t..:r~~rNT-CORPORATION 

I !~th Barnett 
President 

~~ 
Tank Testing Engineer 

JH/mk 

Enclosure(s) 

TIME 
(MIN) 

---

LUJC ltATE 
(GPll) RESULTS 

-- lb 'alt. 
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RISK MANAGEMENT CORPORATION 
ENVIRONMENTAL SERVICES 

July 23 I 1993. 

Navy Exchange 
Ed Bickell 
Bldg. 5 
Fae. 3B 
Great Lakes, IL 60088 

. Dear Mr. Bickell: . 
The following are the certification numbers that you requested: 

ACUTEST CERT # A/P 045 

I.E~P.A. REGISTRATION # 362932459 

These are being made available for your files. 

Sincerely, 

Keith Barnett 
Service Manager 

A~· - -.'\\ 
KB:sd 

435 TAFT AVE. • .. GLEN ELLYN, IL60137 • FAX(708) 790·9451 • (800) 365-RISK 
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CER'IUlCAUON ·-, 

Tr•aer A-.rah Corporet;ion 

Job Number: 210197 

. Date : 06/03/93 
Location: Great Lakes Naval Training Ctr. 

Great Lakes, IL 

TANK# PRODUCT· 

Tank 1-23-T-10 Diesel 
Tank 2-23-T-9 Waste Oil 
Tank 3-23-T- l 2 Diesel 
Tank 4-21-T-9 Gas 
Tank 5-21-T-7 Gas 

SIZE< gall 

3,600. 
3,600 
2,200 . 

20,000 
10,000 

TRACER 

c 
B 
B 
D 
A 

;·;: 

LEAK STATUS 

,. Pass 
: Pass 

Pass 
Pass 
Fail 

Tracer Research Corporation certifies that the tanks listed in the above table· have 
been tested by means of Tracer Tight®, which meets the criteria set forth in NFP A 329 for 
a precision leak test. According to EPA -standard test procedures for evaluating leak 
detection methods, the Tracer Tight® method is capable of detecting leaks of 0.05 gallons 
per hour with a Probability of Detection (Pu) of 0.97 and Probability of False Alann 
(Pr.A) of 0.029. /J · 

1 

/)' 

Submitted by: ~~· 
CarolynNOff ~ 
Tracer Research Corporatio 

Testers State License Number: 363831777 

The following criteria are used for the classification of leakage based on the presence or 
absence of tracer. ·· , 

Criteria: · Criteria: 

No traeer detected tracer detected 

. ·, 
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CER'l'U'ICA'l'JON 

Location: Great Lakes Naval Training Ctr. 
Great Lakes, IL 

TANK# fBUIHlCI SIZE<pD 

Tank 1-23-T-10 Diesel 3,600 
Tank 2-23-T-9 Waste Oil 3,600 
Tank 3-23-T-12 Diesel 2,200 
Tank 4-21-T-9 Gas 20,000 
Tank 5-21-T-7 Gas 10,000 

IBACEB 

c 
B 
B 
D 
A 

Job Number: 210197 

Date : 06ft)3/93 

LIAK STATUS .. 
Pa5s 
Pass 
Pass 
Pass 
Fail 

Tracer Research Corporation certifies that the tanks listed in the above table have 
been tested by nieans of Tracer Tight®, which meets the criteria set forth in NFP A 329 for 
a precision leak test. According to EPA-standard test procedures for evaluating leak 
detection methods, the Tracer Tight® method is capable of detecting leaks of 0.05 gallons 
per hour with a Probability of Detection (Po) of 0.97 and Probability of False Alann 

<PFA) of o.02;~bmitted by: ~' 
earo1yRNO ~~
Tracer Research Corporatio · 

Testers State License Number: 363831777 

•••• l. , .. ·:::.::.:,. 

·;: ... 

The following criteria are used for the classification of leakage based on the presence or 
absence of tracer. 

Criteria: · Criteria: 

No tracer detected tracer detected 

'."t 

-3-



Location: Great Lakes Naval Training Ctr.· 
Great Lakes, IL 

JANK# ---.-P ..... R..,,.O=D .... u_c'-A.T 

. Tank l-23-T-10 . 
Tank 2-23-T-9 
Tank 3-:23-T-12 
Tank 4-21-T-9 
Tank 5-21-T-7 

Diesel 
Waste OH 
Diesel 
Gas· 
Gas 

SIZEC1all 

3,600 
3,600 
2,200 

20,000 
I0,000 

Treaer Reeeerch Corpare~lon 

TRACER 

c .... 
B 
B 
D 
A 

Job Number: 210197 )u 
Date : 06/03/93 

LEAK STATUS 

Pass 
Pass 
Pass 
Pass 
Fail 

Tracer Research Corporation certifies that the tanks listed in the above table have 
been tested by mean·s of Tracer Tight®, which meets the criteria set forth in NFPA 329 for 
a precision leak test~ According to EPA -standard test procedures for evaluating leak 
detection methods, the Tracer Tight® method is capable of detecting leaks of 0.05 gallons 
per hour with a Probability of Detection (Pu) of 0.97 and Probability of False Alann 
(Pr.A) of0.029. /J ,.., . ./) · . / 

Submitted by: ~' Caroly~f. 
Tracer Research Corporatio · · . 

Testers State License Number: 363831777 

The following criteria are used for the classification of leakage based on the presence or 
absence of tracer. · 

eAS.S 

Criteria: · Criteria: 

No tracer detected tracer detected 
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